Reduction of the primary energy consumption is a crucial challenge for the building sector due to economic and environmental issues. Substantial savings could be achieved within the household. In this paper, we investigate the energy performance of a single-family house located in the temperate climate. The assessment is based on the comprehensive thermal diagnostic of the building performed on-site and via computational analyses. The on-site measurements included diagnostics of the building envelope, heat source, heating and domestic hot water system, ventilation system, and indoor environmental quality. Analyses confirmed that the studied building, which was built in 2008, meets the legislation requirements for the primary energy usage at that time and nowadays. However, results show discrepancies between energy performance obtained through on-site measurements and computational methods following regulations. Partially, discrepancies are a result of differences on normative values and how the building is operated in practice. It is also showed how important the role in the assessment of energy consumption through measurements is played by the measurement period.
Introduction
The construction sector is the second largest consumer of energy worldwide [1, 2] . Following the requirements of the European Union (EU), from 2021, the maximum annual building demand for non-renewable primary energy for heating, ventilation, cooling, domestic hot water (DHW) preparation, and lighting should not exceed 70 kWh/(m 2 ·year) [3] . This means a significant reduction in energy consumption in residential buildings. Poland is gradually preparing for these changes. Nowadays, newly constructed single-family buildings have been required to achieve a primary energy consumption index for heating, ventilation, and DHW lower than 95 kWh/(m 2 ·year) [4] . About 79% of the energy used in EU households is for space heating and DHW preparation [5] . Therefore, it is necessary to look for savings in these areas as most buildings (approximately 5 million) do not meet the stringent requirements for energy consumption.
To assess how much energy a building consumes and what is its primary energy consumption index for heating, ventilation, and DHW, computer simulations or on-site measurements should be made [6] [7] [8] [9] [10] . Sometimes, on-site studies are performed as a way of obtaining input data for computer calculations. Jermyn and Richman used building data collected through on-site measurements to create energy models in EnergyPlus. Then, they used these models for the development of retrofit strategies according to the brute force method [9] . Pellegrino et al. followed a similar approach [10] . determination of seasonal energy demand for cooling based on short measurements was also shown [38] . On-site measurements of energy consumption for heating and DHW installations were presented in [39, 40] .
In this paper, we present results of energy assessment not yet published for a single-family house built in 2008. The building met then the energy consumption requirements for the needs of heating, ventilation and DHW systems. Compared to the previously published articles on energy consumption in residential buildings, our research focuses on one single-family house. The small, limited research space allowed us to perform very thorough on-site measurements and very accurate analysis of energy consumption. On-site measurements were made to check whether the examined single-family building meets, in practice, the primary energy consumption index for heating, ventilation, and DHW requirements that were set for the building constructed in 2008 [4] . Data collected during the energy diagnostics of the building and its installations were also applied to determine the energy performance of the object using two methods: First, analytical based on the performed on-site measurements of the heat consumption in the building; and second, computational, calculated in accordance with the Regulation [41] . Results show how important role in the assessment of energy consumption through measurements is played by the measurement period. Especially for building in a temperate climate according to the Koppen-Geiger climate classification [42] , the selection of the season during which the measurements will be carried out is crucial.
Study Side
A comprehensive thermal diagnostics was performed in the detached two-story single-family house without a basement shown in Figure 1 . The house was built in 2008 according to the technical requirements at that time. It is located in the southern region of Poland on the city outskirts, in the neighborhood of single-family houses.
Heated building area of 185 m 2 includes a kitchen combined with living room, 3 bathrooms, 4 bedrooms, utility room, garage, and corridors. Three residents use the space. 
Building Envelope
The examined building was constructed using the traditional technology. External and curtain walls are made of Porotherm ceramic blocks of 25 cm thick. The building is thermally insulated with the polystyrene with rendering (ETICS system). The thickness of the polystyrene layer is equal to 14 Heated building area of 185 m 2 includes a kitchen combined with living room, 3 bathrooms, 4 bedrooms, utility room, garage, and corridors. Three residents use the space. 
The examined building was constructed using the traditional technology. External and curtain walls are made of Porotherm ceramic blocks of 25 cm thick. The building is thermally insulated with the polystyrene with rendering (ETICS system). The thickness of the polystyrene layer is equal to 14 cm. The roof structure is wooden with mineral wool insulation of 24 cm placed between the rafters. Internal partition walls consist of brick blocks with a thickness of 11 cm. The ceiling over the first floor is constructed of prefabricated beams and hollow block slabs, while the attic ceiling is a wooden construction. The concrete ground floor, insulated with polystyrene, is covered with ceramic tiles.
Heat Source
The analyzed building uses multi-source heat. The central element of the heating system is a water heat buffer with the capacity of 550 L, which is supplied by three elements: (1) A fireplace with a water jacket (with a built-in heat exchanger), (2) a set of 4 vacuum-tube solar collectors, and (3) an electric boiler (power 1-18 kW). The simplified system diagram is shown in Figure 2 . During the heating season, the heat for the buffer comes mainly from the fireplace (if used) or the electric boiler, and from solar collectors on days with sufficient solar radiation. Outside the heating season and in summer, the solar collectors are the primary heat source supported by the electrical boiler on days with low solar radiation. The heat is accumulated in a multi-layer buffer, in which the highest zone is used as a water storage for heating of DHW, and lower zones (with lower water temperature) for a hydronic floor heating. The heater (hot water tank) for the DHW is placed inside the heat buffer. Solar collectors are located on the roof with a 45 • slope and a surface azimuth of 20 • (South-Southwest). The operation of the solar collector system is regulated by a controller that adjusts the rotational speed of solar circuit pump depending on the temperature difference in the solar collector and in the heat buffer. The heat source is in a good technical condition and is properly used. cm. The roof structure is wooden with mineral wool insulation of 24 cm placed between the rafters. Internal partition walls consist of brick blocks with a thickness of 11 cm. The ceiling over the first floor is constructed of prefabricated beams and hollow block slabs, while the attic ceiling is a wooden construction. The concrete ground floor, insulated with polystyrene, is covered with ceramic tiles.
The analyzed building uses multi-source heat. The central element of the heating system is a water heat buffer with the capacity of 550 l, which is supplied by three elements: (1) A fireplace with a water jacket (with a built-in heat exchanger), (2) a set of 4 vacuum-tube solar collectors, and (3) an electric boiler (power 1-18 kW). The simplified system diagram is shown in Figure 2 . During the heating season, the heat for the buffer comes mainly from the fireplace (if used) or the electric boiler, and from solar collectors on days with sufficient solar radiation. Outside the heating season and in summer, the solar collectors are the primary heat source supported by the electrical boiler on days with low solar radiation. The heat is accumulated in a multi-layer buffer, in which the highest zone is used as a water storage for heating of DHW, and lower zones (with lower water temperature) for a hydronic floor heating. The heater (hot water tank) for the DHW is placed inside the heat buffer. Solar collectors are located on the roof with a 45° slope and a surface azimuth of 20° (South-Southwest). The operation of the solar collector system is regulated by a controller that adjusts the rotational speed of solar circuit pump depending on the temperature difference in the solar collector and in the heat buffer. The heat source is in a good technical condition and is properly used. 
Heating and Domestic Hot Water Systems
The central heating system uses hydronic floor surface heaters divided into two heating circuits: Ground floor and first floor. Nominal operational parameters are 55/45 °C. Mixing systems with three-way valves connected to the weather regulator are used on the branches in the boiler room. Furthermore, room temperature control uses room thermostats. The installation was hydraulically balanced by using balancing valves. The heating system works properly and there are no overheated or under heated rooms in the building.
Cold water is supplied into the building from the backyard well. DHW installation has a circulation pump system that provides hot water as soon as the draw-off valve is opened when the circulation pump is on and shortly after it has been turned off. The operation cycles of the circulation pump are controlled by a time controller set to start the pump in periods when household members most often use DHW. 
The central heating system uses hydronic floor surface heaters divided into two heating circuits: Ground floor and first floor. Nominal operational parameters are 55/45 • C. Mixing systems with three-way valves connected to the weather regulator are used on the branches in the boiler room. Furthermore, room temperature control uses room thermostats. The installation was hydraulically balanced by using balancing valves. The heating system works properly and there are no overheated or under heated rooms in the building.
Cold water is supplied into the building from the backyard well. DHW installation has a circulation pump system that provides hot water as soon as the draw-off valve is opened when the circulation pump is on and shortly after it has been turned off. The operation cycles of the circulation pump are controlled by a time controller set to start the pump in periods when household members most often use DHW.
Ventilation System
The house is equipped with a mechanical ventilation system with heat recovery. The ventilation heat recovery (VHR) unit is located in an internal utility room, and ducts run in the space above the ceiling in heated rooms. Table 1 summarizes the technical data of the used VHR unit. Mechanical ventilation nearly covers the whole building. The air is supplied to the rooms located on the ground floor: The living room, the dining room, and the office, and to the rooms on the first floor: Four bedrooms and the recreation room. Exhaust openings are located in two bathrooms, kitchen, and wardrobe. To increase the heat recovery efficiency, a ground plate heat exchanger (GHE) is used to preheat the outside air during the winter. Figure 3 shows the scheme of the ventilation system. The house is equipped with a mechanical ventilation system with heat recovery. The ventilation heat recovery (VHR) unit is located in an internal utility room, and ducts run in the space above the ceiling in heated rooms. Table 1 summarizes the technical data of the used VHR unit. Mechanical ventilation nearly covers the whole building. The air is supplied to the rooms located on the ground floor: The living room, the dining room, and the office, and to the rooms on the first floor: Four bedrooms and the recreation room. Exhaust openings are located in two bathrooms, kitchen, and wardrobe. To increase the heat recovery efficiency, a ground plate heat exchanger (GHE) is used to preheat the outside air during the winter. Figure 3 shows the scheme of the ventilation system. Figure 3 . The scheme of the ventilation system, where: to-outdoor air temperature, tg-air temperature at GHE outlet, tro-outdoor air temperature at VHR unit inlet, trs-supply air temperature at VHR unit outlet, ts-supply air temperature, ti-indoor air temperature, tri-indoor air temperature at VHR unit inlet, tre-exhaust air temperature at VHR unit outlet, te-exhaust air temperature, mo-outdoor air mass flow rate, ms-supply air mass flow rate, mi-indoor air mass flow rate, me-exhaust air mass flow rate.
Methodology
The comprehensive thermal diagnostics of the building was held from 14 March to 3 April 2012. Throughout the whole measurement period, the outdoor conditions were monitored by the movable meteorological station (CabledVantage Pro2, Davis, USA) placed at the study side. The collected data includ dry-bulb outdoor air temperature, relative humidity, wind speed and direction, solar radiation on the horizontal surface, atmospheric pressure, and amount of precipitation.
During the study, we used a wireless measurement system, which has been developed within the research project that the presented work is a part of [18] . The system aims to organize the central database of measurement data collected during the complex thermal diagnostics of the building. It integrates the system instruments with digital outputs, analog voltage/current outputs, and thermal resistor sensors using a wireless data transmission in the ZigBee standard with a local computer. Figure 3 . The scheme of the ventilation system, where: t o -outdoor air temperature, t g -air temperature at GHE outlet, t ro -outdoor air temperature at VHR unit inlet, t rs -supply air temperature at VHR unit outlet, t s -supply air temperature, t i -indoor air temperature, t ri -indoor air temperature at VHR unit inlet, t re -exhaust air temperature at VHR unit outlet, t e -exhaust air temperature, m o -outdoor air mass flow rate, m s -supply air mass flow rate, m i -indoor air mass flow rate, m e -exhaust air mass flow rate.
The comprehensive thermal diagnostics of the building was held from 14 March to 3 April 2012. Throughout the whole measurement period, the outdoor conditions were monitored by the movable meteorological station (CabledVantage Pro2, Davis, CA, USA) placed at the study side. The collected data includ dry-bulb outdoor air temperature, relative humidity, wind speed and direction, solar radiation on the horizontal surface, atmospheric pressure, and amount of precipitation. During the study, we used a wireless measurement system, which has been developed within the research project that the presented work is a part of [18] . The system aims to organize the central database of measurement data collected during the complex thermal diagnostics of the building. It integrates the system instruments with digital outputs, analog voltage/current outputs, and thermal resistor sensors using a wireless data transmission in the ZigBee standard with a local computer.
Building Envelope
The conducted diagnostics of heat transfer coefficients of external walls based on the available part of the archival project and site studies. It included determination of heat transfer coefficients and thermovision examination of thermal bridges and insulation quality. Calculations of thermal resistance and thermal transmittance followed the procedures set out in the standard [43] , which provides the method of calculation of the thermal resistance and thermal transmittance of building components and building elements, excluding doors, windows and other glazed units, curtain walling, components that involve heat transfer to the ground, and components through which air is designed to permeate. The calculation method is based on the appropriate design thermal conductivities or design thermal resistances of the materials and products for the application concerned. The method applies to components and elements consisting of thermally homogeneous layers (which can include air layers).
The thermal transmittance could be calculated by simplified method according to [43] . The principle of the calculation method is as follows: (a) Obtain the thermal resistance of each thermally homogeneous or inhomogeneous part of the building element; (b) combine these individual resistances to obtain the total thermal resistance of the building element, including (where appropriate) the effect of surface resistances; (c) calculate the theoretical heat transfer coefficients for external walls based on Equation (1) taking into account total thermal resistance resulting from resistances of individual materials of the partition:
where U is thermal transmittance, W/(m 2 ·K) and R T is total thermal resistance of the wall, (m 2 K)/W. Corrections to the thermal transmittance, as appropriate for the building element concerned, were calculated according to Annex F [43] . Material information for all partition layers was taken in accordance with the manufacturer's data. Detailed description of the calculation methodology of thermal transmittance for external walls is presented in [22] .
Direct measurements of heat flux density, temperature difference between indoor and outdoor air (on both side of the partition) were performed using the Testo 435-2 device (Testo, Inc., Lenzkirch, Germany). Outdoor conditions were taken from the meteorological station records. The results were recorded in 1-h intervals. All site studies on building envelope were carried out during the winter. The use of heating system guaranteed the temperature difference between the indoor and outdoor environment at a minimum level of 10 • C, as recommended by [44] . Complementary measurements were made with the thermal imaging camera (FLIR B200, FLIR Systems, Inc., Stillwater, OK, USA).
Heat Source
The diagnostics of the heat source was carried out when the building was supplied with heat from the electric boiler and solar collectors. Such power supply system enables accurate measurement of energy delivered to the building, using an electricity meter and measuring system in the solar collector system (described below). The efficiency of the fireplace has not been tested because it was not working at the time.
The solar system efficiency was calculated based on the data collected by the meteorological station on 16 March and 23 March. The amount of heat transferred from the solar collectors to the tank was measured using the ultrasonic heat flux meter (SITRANS FUE1010, Siemens AG, Munich, Germany) mounted on the surface of the solar medium return pipe from the water tank (DHW heater), and the set of sensors measuring the temperature and flow of the solar medium from the water tank, which were connected to the multi-channel recorder (MTT-302, Sensor Electronic, Gliwice, Poland). The values of fluxes of solar radiation on the solar collector plane were determined by "Solar" software based on the measured solar radiation on the horizontal plane.
In order to assess the heat buffer efficiency, we used thermal imaging (CAMERA T335, FLIR Systems, Inc., USA) to determine the distribution of surface temperature at the outer shell of the heat buffer. Based on it, we divided the buffer surface into j = 5 zones (from top to bottom). The surface temperature, v j , was determined for each zone. Moreover, the average indoor air temperature in the boiler room, t i,b , was measured.
The theoretical efficiency of solar collector was calculated based on Equation (2):
where q m,SC is the average density of solar radiation on the solar collector plane, A KS is the surface area of solar collector, η 0,SC is the transmission and absorption efficiency of the solar collector, in accordance with the manufacturer's data, t o,m is the average outdoor dry-bulb temperature, t 2,S.C. is the average temperature of the working medium at the solar collector inlet, and a 1 and a 2 are characteristic factors obtained in accordance to the manufacturer's data. The heat loss from the buffer surface to the environment, Q A , was calculated according to Equation (3), while Equation (4) was used to determine the efficiency of the heat accumulation in the buffer, η A (t i ).
where υ j (τ) is the surface temperature of the outer shell in the j-th zone of the buffer ( • C), A j is the surface area of the outer shell in the j-th zone of the buffer (m 2 ), V B is the heat buffer capacity, t i,b is the averaged indoor air temperature in the boiler room, h j is the heat transfer coefficient from the outer shell of the heat buffer, c p and ρ w are the specific heat of water and water density for the average buffer water temperature, and t max and t min are the maximum and minimum buffer water temperature.
Heating and Domestic Hot Water Systems
Transmission efficiency in heating and DHW installations can be calculated in accordance with the procedures set out in the standards [45, 46] . Following the procedures, it is necessary to measure the heat loss of installation pipes and define the heat demand for heating and hot water preparation. However, it was not possible to measure the heat loss of the pipes in the tested building, because the heating and hot water pipes run in the wall furrows.
The efficiency of heat emission, including control of the heating installation, is connected to heat transfer losses to the heated room and depends on the type of radiator and the control of the heat emission to the room. It can be determined based on the tables contained in the standard [47] or Regulation [41] .
As the building is not connected to the municipal water supply system, the permanent measuring equipment for domestic water installation is not required. For the diagnostics, in order to obtain the value of daily DHW consumption, we recorded the consumption of cold water for 3 weeks (from 14 March to 3 April) with the ultrasound flowmeter (ZDI-05, ALFINE-TIM, Tarnowo Podgórne, Poland).
Ventilation System
Diagnostics of the ventilation system included tests of: ventilation air distribution, heat recovery efficiency of VHR unit, and heat recovery efficiency of the entire ventilation system. The measurements of the supply and exhaust airflow rates were performed once at the beginning of the measurement session using the SwemaFlow 233 air capture hood (Swema AB, Sweden). The final result was calculated as an average of 10 single measurements taken in short intervals. We used the BRYMEN BM 157 clamp meter (BRYMEN Technology Corporation, Taiwan) to record the electric power consumed by VHR unit simultaneously with the airflow measurements.
Temperature measurements were carried out for the next 10 days in the period from 25 March to 3 April 2012. The temperature was measured with the 30-channel, precision thermoelectric thermometer type MTT-302 (Sensor Electronic, Poland).
The VHR unit efficiency was calculated from Equation (5):
where Q rs-ro is the heat flux recovered in VHR unit, Q ri-ro is the enthalpy excess of the exhausted air above the enthalpy of air at the inlet of VHR unit, m s is the supply mass airflow rate, m e is the exhaust mass airflow rate, c p is the specific heat at constant pressure, and t rs , t ro , and t ri are according to Figure 3 .
Taking into account heat gains/losses in ventilation ducts and GHE, the thermal efficiency of the entire ventilation system was determined from Equation (6):
where Q r is the heat flux transferred to the supplied outdoor air in GHE and VHR unit, Q t is the excess of enthalpy of the exhaust air above the enthalpy of the outdoor air, c p is the specific heat at constant pressure, and t s , t o , and t i are according to Figure 3 .
Indoor Environment
The on-site diagnostics of indoor environmental quality was based on the continuous measurements of thermal parameters according to European standards [48, 49] and monitoring of the carbon dioxide concentration for assessment of indoor air quality [49] for 3 weeks (14 March to 3 April). Currently, EN 15, 251 [49] is superseded by EN 16798-1 [50] , in which the major change is splitting up the standard in a normative Part-1 and a Technical Report Part-2. Indoor air temperature (t a ) and relative humidity (RH) were measured with portable loggers (AR235, APAR, Poland) with the accuracy of ±0.5 • C and ±3% RH. The CO 2 concentration was monitored in selected rooms with the highest occupancy. The uncertainty of CO 2 monitors was 3% ± 10 ppm (Sensotron, Poland). All measurement instruments fulfilled requirements for accuracy according to EN ISO 7726 [22] and were calibrated before the investigation, and rechecked after the completion of measurements. Room characteristics were used to divide the buildings into homogeneous zones (Figure 4 ). In each zone, we located at least one sensor (A-APAR, Se-Sensotron). In accordance with this division, appropriate weighting factors for the zone (W zone ) and the sensor (W sensor ) for the global indoor climate quality evaluation in the building were calculated [25, 31] . Indoor environmental quality assessment used categories defined in the standards [49, 50] , which represent level of occupants expectations with regards to built environment. The categories are as follows: Category I-high level of expectations (associated with spaces for occupants with special needs like children, elderly, etc.), Category II-medium level of expectations (normal level, associated with all new buildings), Category III-moderate level of expectations (associated previously with existing buildings); and Category IV-low level of expectations. Table 2 summarizes the thermal transmittance for the building envelope obtained through calculation methods and from on-site measurements. As it could have been expected, substantial differences are observed. Values of thermal conductivity coefficients adopted for theoretical calculations are often not realistic-especially for insulating materials in existing buildings. Parameters obtained in such manner do not include current features that change over time and due to exposure to moisture. [22] . It was found that all external partitions met the criteria for thermal insulation requirements at that time.
Results

Building Envelope
The results of thermovision identification of building envelope are presented in Figure 5 and Figure 6 , where thermal bridges are marked with the pink fields. This indicates locally reduced insulation compared to other partitions, which is due to quite common errors made during building construction. Moreover, it affects the real thermal insulation value of the partition. Table 2 summarizes the thermal transmittance for the building envelope obtained through calculation methods and from on-site measurements. As it could have been expected, substantial differences are observed. Values of thermal conductivity coefficients adopted for theoretical calculations are often not realistic-especially for insulating materials in existing buildings. Parameters obtained in such manner do not include current features that change over time and due to exposure to moisture. Window and door joinery thermal insulation information was adopted based on the manufacturer's data. Thermal transmittance values are as follows: 1.8 W/(m 2 K) for windows in rooms; 2.1 W/(m 2 K) for roof windows; 2.6 W/(m 2 K) for glass patio doors; and 2.8 W/(m 2 K) for the garage door [22] . It was found that all external partitions met the criteria for thermal insulation requirements at that time.
Results
Building Envelope
The results of thermovision identification of building envelope are presented in Figures 5 and 6 , where thermal bridges are marked with the pink fields. This indicates locally reduced insulation compared to other partitions, which is due to quite common errors made during building construction. Moreover, it affects the real thermal insulation value of the partition. The analysis of identified thermal bridges was carried out using the "KOBRA" electronic thermal bridge catalogue, characterized in [22] . We calculated the following values of linear heat transfer coefficients ψ:
• Around window opening-ψ = 0.06 W/(m·K); • Along the length of the balcony panels-ψ = 0.21 W/(m·K); • Around patio doors-ψ = 0.08 W/(m·K).
Heat Source
Assessment of Solar Collector Efficiency
The theoretical efficiency of solar collector calculated from the Equation (2) equals to ηT,SC = 0.74. This value was obtained from the average measured values (qm,SC = 800 W/m 2 , AKS = 3.32 m 2 ) and data assumed from the manufacturer's information (η0,SC = 0.85,to,m = 14.8 °C, t2,S.C = 38.6 °C, a1 = 2713, a2 = 0.0035).
Based on the collected data, calculated solar collector efficiency, and performance characteristics of used solar collectors, the annual average transmission efficiency was estimated as 75%, while the annual average operational efficiency of the solar collector was determined to 73%. The total collector The analysis of identified thermal bridges was carried out using the "KOBRA" electronic thermal bridge catalogue, characterized in [22] . We calculated the following values of linear heat transfer coefficients ψ:
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Assessment of Solar Collector Efficiency
•
Around window opening-ψ = 0.06 W/(m·K); • Along the length of the balcony panels-ψ = 0.21 W/(m·K); • Around patio doors-ψ = 0.08 W/(m·K).
Heat Source
Assessment of Solar Collector Efficiency
The theoretical efficiency of solar collector calculated from the Equation (2) equals to η T,SC = 0.74. This value was obtained from the average measured values (q m,SC = 800 W/m 2 , A KS = 3.32 m 2 ) and data assumed from the manufacturer's information (η 0,SC = 0.85,t o,m = 14.8 • C, t 2,S.C = 38.6 • C, a 1 = 2713, a 2 = 0.0035).
Based on the collected data, calculated solar collector efficiency, and performance characteristics of used solar collectors, the annual average transmission efficiency was estimated as 75%, while the annual average operational efficiency of the solar collector was determined to 73%. The total collector efficiency as the source of heat is equal to 0.55 (the product of the determined two efficiencies: 0.75 and 0.73).
Assessment of Heat Buffer Efficiency
We did the calculations for the time of ∆τ A = 24 h (=86,400 s). The values of surface temperature and surface area of the outer shell in each j-th zone of the buffer were obtained from the measurements.
Taking measured values as follows: V B = 0.55 m 3 , t i,b = 22.1 • C and others: h j = h = 7 W/(m 2 ·K), c p = 4.18 kJ/(kg·K), ρ w = 985 kg/m 3 , t ma = 80 • C, and t min = 35 • C [23] , the amount of heat released by buffer from the outer surface during 24 h, calculated from Equation (3), is equal to Q A = 3400 kJ, with the accumulation efficiency of η A(ti) = 96.5%, as per calculation based on Equation (4).
After taking into account the estimated additional heat losses from the connection stubs, the adjusted accumulation efficiency is 95.6%. Based on the measurement results, the seasonal efficiency of the heat buffer was estimated to be equal to 96%, and the seasonal efficiency of the DHW tank (the tank inside the heat buffer) was determined at 99%.
Assessment of the Electrical Boiler Efficiency and FIreplace with a Water Jacket
The efficiency of electric boilers is close to 100% as they almost have no heat loss. Therefore, the energy efficiency of the electric boiler was estimated to be greater than 99%.
The efficiency of the fireplace with a water jacket (with a built-in heat exchanger) was not investigated and was accepted as 85% according to the tables in the Regulation [41] .
Heating and Domestic Hot Water Systems
Since pipes are installed in wall furrows, we were not able to assess the heat loss within the heating and DHW installations and to determine distribution efficiency through measurements.
The distribution efficiency of floor heating system was estimated at 98% according to the tables in the Regulation [41] . The type of radiators and control system were considered in the assessment of efficiency of emission including control in the heating system. It was estimated as 98% according to the tables in the Regulation [41] . As the hot water intake points are close to the heat source, the distribution efficiency of DHW was estimated at 80% according to the tables in the Regulation [41] .
Based on the measurements, the total cold water consumption in this period is 12.4 m 3 , which equals the daily average consumption of 0.59 m 3 /day. Three residents live in the analyzed building. Therefore, the normative water consumption (both cold and hot water) equals to 196.7 dm 3 /(person·day) [51] . No hot water is used in the analyzed building for washing dishes because occupants installed a dishwasher. Therefore, the share of DHW in total water consumption was estimated at 25%, and the daily DHW consumption was determined at 49.2 dm 3 /(person·day). Based on the analyses of nonuniformity in water intake during the measuring period, we conclude that it is not possible to reliably assess water consumption based on short-term measurements. One-year monitoring would allow for a more objective assessment of water consumption in the analyzed facility.
Ventilation System
The measurement results of ventilation airflow rates are shown in Table 3 . The air supply to two unused bedrooms was cut off, while the measured supply airflow in the other two bedrooms was less than the hygienic minimum, i.e., 20 m 3 /h/person. Total exhaust airflow was slightly lower than the supply one. Time series of the outdoor air temperature and the air temperature at the inlet of the VHR unit recorded in the measurement period are shown in Figure 7 . The outdoor temperature varied in the large range, from 1.4 • C to 19.7 • C, with an average value of 6.2 • C. The air temperature at the inlet to the VHR unit also showed large fluctuations due to the switching of the damper used to change the inlet of VHR unit from the GHE outlet to the inlet of outdoor air and vice versa. However, in one period from 31 March 18:20 to 1 April 09:20, the outdoor temperature was relatively constant, and the damper position was not changing. Measurement results from this time interval were used to determine the efficiency of VHR unit and for the heat balance of the entire ventilation system. To close this heat balance, the adjustment procedure was applied. Based on the measured volume airflow rates, the supply and exhaust mass airflow rates were estimated and then both airflows were proportionally corrected (by increasing one and reducing the other) so that the heat balance was met. This procedure of adjustment and estimated uncertainties of the measured quantities needed for adjustment are presented in detail in [52] . the damper position was not changing. Measurement results from this time interval were used to determine the efficiency of VHR unit and for the heat balance of the entire ventilation system. To close this heat balance, the adjustment procedure was applied. Based on the measured volume airflow rates, the supply and exhaust mass airflow rates were estimated and then both airflows were proportionally corrected (by increasing one and reducing the other) so that the heat balance was met. This procedure of adjustment and estimated uncertainties of the measured quantities needed for adjustment are presented in detail in [52] . Table 3 . Ventilation airflow rates-measurement results. Average values of temperature at various points of the ventilation system, supply and exhaust mass airflows, excess of enthalpy at various points of the system, and efficiency of VHR unit and entire ventilation system are presented in Table 4 . The heat fluxes in the ventilation system as percentage of enthalpy excess of exhaust air above the outdoor air Qt are presented in Figure 8 . In the selected period, the enthalpy excess of exhaust air above the outdoor air was equal to Qt = 934 W. The enthalpy of supplied outdoor air increased in GHE for Qg = 276 W and in supplied ducts for additional Qd = 18 W. The enthalpy excess of exhaust air above the supplied air at the inlet of VHR unit was equal to Qri-ro = 640 W. In VHR unit, the enthalpy of supplied air increased for Qrs-ro = 608 W, which is 95.0% of Qri-ro = 640 W, (η r = 95.0%). However, it was measured that the electric energy consumption of VHR unit was Qe = 182 W. This energy was used mainly to heat the supplied air. The enthalpy of supplied outdoor air increased in GHE, ducts, VHR unit for Qr = Qg + Qd + Qrs-ro = 902 W. Thus, the thermal efficiency of the entire ventilation system defined by Equation (6) Average values of temperature at various points of the ventilation system, supply and exhaust mass airflows, excess of enthalpy at various points of the system, and efficiency of VHR unit and entire ventilation system are presented in Table 4 . The heat fluxes in the ventilation system as percentage of enthalpy excess of exhaust air above the outdoor air Q t are presented in Figure 8 . In the selected period, the enthalpy excess of exhaust air above the outdoor air was equal to Q t = 934 W. The enthalpy of supplied outdoor air increased in GHE for Q g = 276 W and in supplied ducts for additional Q d = 18 W. The enthalpy excess of exhaust air above the supplied air at the inlet of VHR unit was equal to Q ri-ro = 640 W. In VHR unit, the enthalpy of supplied air increased for Q rs-ro = 608 W, which is 95.0% of Q ri-ro = 640 W, (η r = 95.0%). However, it was measured that the electric energy consumption of VHR unit was Q e = 182 W. This energy was used mainly to heat the supplied air. The enthalpy of supplied outdoor air increased in GHE, ducts, VHR unit for Q r = Q g + Q d + Q rs-ro = 902 W. Thus, the thermal efficiency of the entire ventilation system defined by Equation (6) was determined at η v = 96.6%. Table 4 . Measurement results from selected period, determined efficiencies of VHR unit and the entire ventilation system, where t o , t g , t ro , t rs , t s , t ri , t i , t re , and t e are the temperatures according to Figure 3 ; m e and m s are the mass airflow rates according to Figure 3 ; Q g is the increase of supplied outdoor air enthalpy in GHE; Q d is the increase of air enthalpy in ventilation ducts; Q e is the electric energy consumption of VHR unit; and Q r , Q t , Q ri-ro , Q rs-ro , η r , and η v are according to Equations (5) and (6) .
Supply airflows Exhaust airflows
Start, 31.03 18:20
Mean ± SD End, 01.049:20 Table 4 . Measurement results from selected period, determined efficiencies of VHR unit and the entire ventilation system, where to, tg, tro, trs, ts, tri, ti, tre, and te are the temperatures according to Figure  3 ; me and ms are the mass airflow rates according to Figure 3 ; Qg is the increase of supplied outdoor air enthalpy in GHE; Qd is the increase of air enthalpy in ventilation ducts; Qe is the electric energy consumption of VHR unit; and Qr, Qt, Qri-ro, Qrs-ro, ηr, and ηv are according to Equations (5) The ventilation system with GHE and VHR unit operates with high efficiency, above 95%. There are no heat losses from the air ducts-on the contrary, the supplied air is heated in ducts between GHE and VHR unit (1.9%). However, it must be noted that there are some shortcomings of the ventilation system. The disadvantage is the relatively high consumption of the electric energy consumed by the fans and other electrical devices. Most of this energy is contained in the enthalpy of the supply air (up to 19.5%). The distribution of ventilation air in the house is improper as it does not provide the required hygienic airflows to the bedrooms. It could be possible to avoid switching the air dampers at the inlet of the VHR unit by the installation of additional outside air temperature sensor.
Indoor Environment
Full measurement records have been previously published in paper discussing issues on the assessment of indoor environment diagnostics in residential buildings [31] . Here, we present the summary for the full understanding of the building diagnostic processes by the reader.
Based on the temperature records, we can clearly distinguish zones intended for a frequent occupancy and rooms used occasionally. In the case of rooms used continuously by residents, the air temperature was at the level of 22-25 • C for most of the measurement periods. In rooms used occasionally (i.e., recreation room, wardrobe, guest room, and office), the air temperature oscillated in the range of 19-21 • C for most of the time and reached 22 • C during their use. In all rooms, RH was kept at a moderate level of 30-50% with occasional increases up to 60-70% in the bathroom and wardrobe, which was also used for line drying of clothes.
As residents actively controlled room temperature setpoints accordingly with their needs, the overall thermal environmental quality assessment shows discrepancies between zones. If we focus only on frequently used rooms, the building is characterized with a high quality of the thermal environment. The thermal conditions in those rooms met requirements for the category I 61.1% of the time. Figure 9 shows the overall classification of the thermal environmental quality both for the whole building and taking into account only rooms in permanent use.
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Energy Performance Evaluation of Analyzed Building
Data collected during the energy diagnostics of the building and its installations were applied to determine the energy performance of the object using two methods: First-balance approach based on-site measurements of the heat consumption in the building; and second-computational aproach, calculated in accordance with the Regulation [41] with the use both measurement or standard normative data.
The energy performance of the residential building without cooling system includes the components of the heat consumption for the following purposes: Heating and ventilation, domestic hot water, and auxiliary electrical devices. The final energy is calculated taking into account heat demand and efficiencies of DHW, heating, and ventilation systems. The primary energy is determined using non-renewable energy factors.
The Energy Performance of the Building Determined Based On-Site Measurements of the Heat Consumption in the Building
The heat consumption for heating and ventilation purposes in the standard heating season was calculated using the method based on the heat balance of the building presented in [30] . This method involves the forecasting of the heat consumption for heating and ventilation purposes in the standard heating season based on short-term measurements (lasting minimum 14 days) during the actual season. In this method, the characteristic value for the building-the equivalent thermal resistance for heat losses by transmission and ventilation-is determined from the stationary heat balance (the components of the heat balance are averaged over 14 days). The measured heat flow rates delivered to the building from the heat source are compared to the calculated heat flow rates resulting from the balance (supplied by solar gains through the windows, from the people and equipment, connected to the transmission, and ventilation losses). The characteristic value is determined using the Solver in the Microsoft Excel spreadsheet, by finding the minimum sum of the squared differences between the calculated and measured heat flow rates in 14-days periods. Then, we can evaluate the heat flow rate for heating and ventilation for the standard heating season (for the reference climate) and subsequently seasonal heat consumption (adopting the appropriate length of the heating season). The detailed description of such method can be found in [30] .
The measurements of heat consumption were carried out over a period of 19 days (from 15 March to 2 April). The electric boiler and solar collector systems delivered heat for heating and DHW purposes, while the fireplace with a water jacket was turned off. For analyses, we used data obtained from carried out diagnostics as follows: Average hourly values of the outdoor air temperature and total solar radiation on horizontal surface, average daily values of the indoor air temperature in the building, values of ventilation airflow rates, and the efficiencies of heating and DHW systems.
The heat flux (heat power) delivered to the building was measured with the ultrasonic flux meter installed on the surface of the pipeline in the floor heating circuit (in the central heating installation) directly after the heat buffer. The measurements were carried out with the 5 min step and daily averaged. Internal heat gains from people and appliances were estimated based on the measured electricity consumption in the building, the number of residents, and the user behavior survey as well. An average value of internal heat gains of 3.8 W/m 2 was obtained. Heat gains from solar radiation through the windows were calculated in accordance with the standard [53] based on the solar radiation, area, and solar energy transmittance of the glazing. The values of solar radiation falling on individual window orientations were calculated using the TRNSYS simulation program (TYPE 16: Radiation processor) based on measured values of total solar radiation. This module is used to convert solar irradiation on horizontal surface to the oriented and tilted surfaces, in any latitude, based on measured values of the intensity of total irradiation on the horizontal surface.
The forecasted final energy consumption of the examined single-family building for heating and ventilation in the standard heating season for its region is 92 GJ-taking into account the efficiency of the fireplace as a heat source and the efficiency of the heat buffer. This is the heat consumption for standard outdoor climate conditions and for the actual operational conditions of the building, i.e., the indoor air temperature value of 21.8 • C (the average value from the measurement period), a constant total ventilation airflow rate (Table 3) , and internal gains estimated during the measurements.
The final energy consumption for the DHW purposes (for three residents) was calculated in accordance with the guidelines given in the Regulation [41] . Analyses based on the carried out diagnostics: The estimated daily water consumption (49.2 m 3 /person) and the calculated total efficiency of the DHW system based on the determined component efficiencies (43% with the solar collector system as the heat source and 67% with the fireplace system with a water jacket). It was assumed that 60% of the annual energy for DHW purposes is supplied by the solar installation and 40% by the fireplace.
The final energy consumed by auxiliary electrical devices for heating, ventilation, and hot water preparation was also calculated in accordance to the Regulation [41] , based on technical data and the working time of devices.
The final energy indicator EF for heating, ventilation, and hot water preparation (including auxiliary electrical devices) was obtained as 178 kWh/(m 2 year). In the conducted survey, residents said that the primary source of heating in the examined building was the fireplace with a water jacket, and the electric boiler was used only a few days a year when they are away. We adopted the operating time of the electric boiler as 4% of the heating season duration, while the fireplace was accepted as the heat source in the remaining period. The indicator of non-renewable primary energy EP was determined at 81 kWh/(m 2 year), assuming the following non-renewable primary energy factors: 0.2 for the fireplace, 3 for electric boiler and auxiliary electrical devices, and 0 for solar collector.
Computational Energy Performance of the Building
The energy performance of the examined building was calculated in accordance with the Regulation [41] . The methodology of calculations of the energy demand for heating and ventilation purposes included in [41] is based on the heat balance presented in the standard [53] . Calculations are carried out for the normative indoor temperature (i.e., 20 • C) and reference climatic conditions (i.e., monthly outdoor temperatures and radiation to the oriented and tilted surfaces) for the place where building is located. The following data were taken from the thermal diagnostics: Values of thermal transmittances of building partitions and linear heat transfer coefficients of thermal bridges, the average value of internal heat gains, and ventilation airflow rates. In the absence of diagnostic data, we calculated needed values in accordance with the relevant standards or used normative values from the Regulation [41] .
As previously, we assumed that 60% of the annual energy for water heating comes from the solar installation and 40% from the fireplace. The operating time of the electric boiler was assumed as 4% of the heating season duration, while the fireplace was accepted as the heat source in the remaining period.
In order to determine the final energy consumption for heating and ventilation purposes, we calculated the total efficiency of heating system based on the component efficiencies from thermal diagnostics (91% with the electrical boiler as the heat source and 78% with the fireplace system with a water jacket).
The final energy consumption for the DHW purposes was calculated in accordance with the guidelines given in the Regulation [41] , the same way as described in Section 5.1.
The final energy indicator for heating, ventilation, and DHW purposes was calculated as EF = 113 kWh/(m 2 year) (including energy consumed by auxiliary electrical devices for heating, ventilation, and hot water preparation, determined the same way as described in Section 5.1).
The indicator of non-renewable primary energy was determined as EP = 57 kWh/(m 2 year), assuming non-renewable primary energy factors as previously.
Conclusions
The energy performance of the building is important in the processes of energy consumption assessment and thermomodernization of buildings as it indicates what elements of the building and installation should be modernized to achieve energy savings. However, the building's energy consumption calculated on the basis of tabular values of the heat balance components, without measurements, is not reliable for such activities. Each building has individual construction and installation solutions. Comprehensive on-site thermal diagnostics provides reliable information about systems and elements and should be the basis for calculations of the energy performance. It is not always possible to measure all the necessary data in a real building, as shown in the article. In such case, it is necessary to use standard normative tabular data. In the described case study, we presented the methodology and results of on-site thermal diagnostics of the single-family house. The results of measurements were used to prepare energy performance of the examined building. We analyzed calculated energy indicators in terms of compliance with Polish requirements for buildings. Moreover, the indoor environmental quality was assessed as satisfying for most of the time.
The indicator of the final energy for heating, ventilation, and DHW purposes of analyzed building obtained using the calculation method (EF = 113 kWh/(m 2 year)) is lower than one obtained using the method based on the measurements (EF = 178 kWh/(m 2 year)). First of all, the reason of the difference is the adoption of the normative indoor air temperature for the calculations (i.e., 20 • C) as required by the methodology in the Regulation [41] . In fact, the indoor air temperature maintained in the building during measurements was almost 2 • C higher than the normative one. However, if assuming the indoor air temperature equal to the measured values, the final energy indicator is determined at EF = 127 kWh/(m 2 year)-still lower than that obtained from the method based on measurements. The main reason for such a discrepancy between the obtained values is the fact that the measurements were made at the end of the heating season-in the second half of March when the heat consumption was small due to high insulation of the building. Moreover, studies showed that in March, April, and October, the determination of heat consumption for heating and ventilation based on short-term measurements was burdened with high uncertainty (even up to 50% because of high intensity of solar radiation), while in the remaining months, the uncertainty did not exceed 20% [30] .
Indicators of non-renewable primary energy for heating, ventilation, and DHW purposes obtained for both methods (based on measurements-EP = 81 kWh/(m 2 year), calculations-EP = 57 kWh/(m 2 year)) are lower than the indicator required nowadays in the Polish legislation, which is equal to EP = 95 kWh/(m 2 year). It turns out that the building built in 2008 meets the requirements that are currently in force in Poland (10 years later) in accordance with the Act [4] .
